NOTES:
1. DATA COLLECTION CONTROLLER SHALL BE INSTALLED IN LOCATIONS APPROVED BY UW CAMPUS UTILITIES AND OPERATIONS.
2. CATALOG NUMBERS SHOWN ARE UNISTRUT METAL FRAMING SYSTEMS CHANNEL AND ACCESSORIES. APPROVED EQUAL SYSTEMS MAY BE SUBSTITUTED.
3. EQUIPMENT RACK MAY BE EXPANDED TO ACCOMMODATE SEVERAL DEVICES AT THE SAME LOCATION AS INDICATED ON PLAN DWG'S.
4. ADJUST CROSS FRAME MEMBERS TO SUIT MOUNTING REQUIREMENTS OF EQUIPMENT ENCLOSURES. UTILIZE FRAMING AS CONDUIT SUPPORT AS REQ'D.