1. All piping shall be insulated see schedule on page.
2. Support pipes from ceiling joists.
3. Provide isolation valves at branches.

Sheet Notes:

Flag Notes:

1. Provide 1-1/2" waste on.
2. Provide trap after fitting for condensate drain/condenser.
3. Provide condensate drain (discharge to San Trap) slope 1/4" ft.


1. Support all vertical piping by ceiling joists.
2. Provide isolation valves at branches.
3. Provide isolation valves at branches.

1. Walls shall be projeto [sic] to match existing, and finished per architectural requirements.

1. Walls shall be projeto [sic] to match existing, and finished per architectural requirements.

1. Walls shall be projeto [sic] to match existing, and finished per architectural requirements.

1. Walls shall be projeto [sic] to match existing, and finished per architectural requirements.